SHEET NOTES

@ NO MODIFICATIONS TO RM 2235 GENERAL LIGHTING.
2798 g @ 4” x 1.5 ALUMINUM CHANNEL TRAY, SQUARE D, CLASS 5160 SERIES.
:.' MOUNT AT +10'-9” AFF.
) @ REPLACE (E) FIXTURE WITH A 4" FIXTURE STORED FOR REUSE IN RM 2253.
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2214 \ \ T ‘ : (4) INSTALL 8' FIXTURE STORED FOR REUSE IN RM 2253. TYP. OF 8,
T 12 =
\‘ g @ (E) FIRE ALARM J—BOX WITH BELL/STROBE CIRCUIT. COORDINATE TIE=IN WITH PROJECT
T R MANAGER.
e e e ) j @ PANEL E31A8B IS LOCATED AT WEST END OF 2ND FLOOR PERIMETER CORRIDOR.
I @ SUBCONTRACTOR TO PROVIDE CONDUIT WITH PULL STRING AND AN OUTLET BOX FOR EACH
/ } SPEAKER. LBNL WILL INSTALL SPEAKERS AND WIRING.
2959 2250 (E) PANEL 31A108B
| | 208/120V 30 4w 4 - SEE ARCH. DWGS. FOR MOUNTING HEIGHTS.
2048 2296 (€) 31A108-12,13 " (9) ALIGN NEW FIXTURES VERTICALLY & HORIZONTALLY WITH EXISTING.
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